CALLS

SEQNOS DATE_TIME_RECEIVED

575186

SEQNOS DESCRIPTION_OF_INCIDENT

THE MATERIAL RELEASED OUT OF THE

PAD MOUNTED TRANSFORMER DUE

TO A EXPLOSION AND FIRE THAT WAS
575186 CAUSED BY A LIGHTNING STRIKE.

SEQNOS  FIRE_INVOLVED

575186 'Y

SEQNOS AIRCRAFT_TYPE

575186 UNKNOWN

SEQNOS CHRIS_CODE
575186 OTF

8/2/2001 12:06

DATE_TIME_COMPLETE

CALLTYPE

8/2/2001 12:29 INC

TYPE_OF_INCIDENT

FIXED

FIRE_EXTINGUISHED

AIRCRAFT_MODEL

CAS_NUMBER
000000-00-0

INCIDENT_CAUSE

NATURAL
PHENOMENON

ANY_EVACUATIONS

AIRCRAFT_ID

UN_NUMBER

RESPONSIBLE_COMPANY RESPONSIBLE_ORG_TYPE

QUAD CITY NUCLEAR POWER STATION  PRIVATE ENTERPRISE

INCIDENT_DATE_TIME INCIDENT_DTG

8/2/2001 8:23 OCCURRED

NUMBER_EVACUATED WHO_EVACUATED

AIRCRAFT_FUEL_CAPACITY AIRCRAFT_FUEL_CAPACITY_UNITS

AMOUNT_OF_MATERIAL UNIT_OF_MEASURE

0 UNKNOWN AMOUNT

RESPONSIBLE_CITY RESPONSIBLE_STATE

CORDOVA IL

INCIDENT_LOCATION LOCATION_ADDRESS

QUAD CITY NUCLEAR

POWER STATION 22710 206TH AVE N

RADIUS_OF_EVACUATION ANY_INJURIES

AIRCRAFT_FUEL_ON_BOA AIRCRAFT_FUEL_O_
RD B_UNITS

NAME_OF_MATERIAL IF_REACHED_WATER
OIL, MISC: TRANSFORMER (YES



61242 TELEPHONE

CORDOVA IL ROCK ISLAND 61242

PAD TRANSFORMER Y 800 MW NUCLEAR

0 UNKNOWN AMOUNT



N N N N LOW WATER

Y u ABOVE N u N




GRAVEL AROUND ON SITE OILY ABSORBENTS APPLIED,CLEAN
TRANSFORMER > STORM WATER UP CREW ON-SITE,CLEAN UP
DRAIN >ONSITE OWS STORM DRAIN SEPERATOR Y UNDERWAY FIRE DEPT, POLICE DEPT H2001-1316

Y N ABOVE u u




OVERCAST N UNKNOWN







THE NUCLEAR
REGULATORY COMM.
WILL BE NOTIFIED. IL-EMA

XXX







XXX

XXX




